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one and one half inches = one foot
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SECOND FLOOR KEY PLAN

SCALE: N.T.S.

o

(HEATING HOT WATER)

EXISTING HEAT EXCHANGER ‘/

O

CODED NOTES:

@ DISCONNECT PIPING TO HEAT EXCHANGER & RAISE APPROXIMATELY 3' TO AN ELEVATION WHERE THE
DISCHARGE OF TRAP 10A WILL GRAVITY DRAIN INTO THE ADJACENT CONDENSATE RECEIVER.
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PARTIAL SECOND FLOOR - STEAM PIPING - AREA 6

SCALE: 1/8" = 1'-0"
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